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Subchapter I — Purpose and Scope

ILHR 50,01 Purpose of code. The purpose of this code
is to protect the health, safety and welfare of the public and
employes by establishing minimum standards for the design,
construction, structural sirength, quality of materials, adequate
egress facilities, sanitary facilities, natural lighting, heating and
ventilating, energy conservation, and fire safety for all public
buildings and places of employment,

Note: The purposeas stated can be traced to theterms used in the “safe placc stat-
utes, ch. 101, Stats.

Note: This code is imended for the protection of the public and is not intended as
a design manual, a textbook or a construction manual,

Note: The coxde cannot address every conceivable design option; points of code
application and clarification will be addressed and issaed from time to time and will
be published in the Wisconsin Building Codes Report available from the Safety and
Buildings Division, P. O. Box 7969, Madison, Wisconsin 53707,

History: Cr. Register, December, 1976, No. 252, eff. 1-1-77.

ILHR 50.02 Scope. The provisions of chs. ILHR 50-64
apply to all public buildings and places of employment, except
those indicated in s. ILHR 50.04. The provisions of these chapters
are not retroactive unless specifically stated in the administrative
rule. Where different sections of these chapters specify different
requirements, the most restrictive requirement shall govern,
except as specified in ss. ILHR 51.02 {11) (b) 4., 52.012, 52.013,
58.001 (2) (c), 62.93 and 64,57 (4). No part of this code is intended
to prohibit or discourage the design and construction of innova-
tive buildings or the use of new materials or systems provided
written approval from the department is obtained. Under this sec-
tion, written approval from the departinent shall include, but is not
iimited to, an acceptance through preliminary design consulta-
tion, plan review, petition for variance, official code interpreta-
tion, material approval or other written forms of communication.

Note: For a definition of “public building” and “place of employment,” see ss.
1LHR 51.01 (102b) and 51.01 (104a) or 5. 101.01 (2}, Stats.

Note: Other state agenciesand local municipatities may have edopted building or
construetion requirements that are either more restrictive or address otherissues than
those specified in this code.

Note: The o era}lenforccmentrcspons1b1hty for thiscodeis equallysha.red bythe
building inspector and the fire inspector. Normally, the building mspector has pri-
mary responsibility during construction of the building, while the fire inspector has
primary responstbility after the building is completed. The enforcement of many of
the provisions of the code is the primary responsibility of the fire inspector, and com-
pliance with these provisions should be ofgrimary concerm while condueting the fire
prevention inspections mandated by s. 101, 4, Stass. See Appendix B for a listing of

the code sectlons for which the fire inspector hias the primary enforcement responsi-
pility. ) )

History: Cr. Register, December, 1976, No. 252, eff. 1-1-77; am. Register,
December, 1981, No. 312, eff. 1-1-82; am. Register, October, 1982 No. 322, eff.
11-1-82; am, Reglstcr December, 1983, No. 336, eff, 1-1-84; am. RenglEI, August,
1985, No. 356, eif. 1-1-86; emerg, am. off, 9-6-86; am. Reglsicr, November, 1986,
MNo. 371, eff, 12-1-86; am. Register, March, 1991, No. 423, eff, 4—1-91,; am., Regis-
ter, March, 1995, No. 471, eff. 4-1-95,

Subchapter I — Application of Building Code

ILHR 50.03 Application, (1) NEw BUILDINGS AND ADDI-
TIONS. The provisions of this code shall apply to all new buildings
and structures, and also to additions to existing buildings and
structures, except those indicated in s, ILHR 50.04.

(2) ALYERATIONS TO BUILDINGS. The provisions of this code
shall apply o all remodeling or alterations in any building or struc-
ture which affect the structural strength, fire hazard, exits,
required natural lighting or replacement of major equipment. The
provisions of this code shall apply to remodeling and alterations
that effect energy efficiency as specified ins. ILHR 63.001. These
provisions do not apply to minor repairs necessary for the mainte-
nance of any building or structure nor to buildings exempt, as
listed in 5. ILHR 50.04. )

{3) CHANGE OF USE. (2) If the use of an exrstmg building or
structure is changed in accordance with the definition of s, ILHR
51.01 (87), and the requirements for the new use are more strin-
gent than those for the previous use, the building or structure shall
be made to comply with the requiremenls for the new use as pro-
vided in this code,

1. ‘Exception’. Unless the requlrements for the new use are
modified subject to the written approval by the department,

2. ‘Bxception’. Anexisting building undergoing a change of
use shall comply with the accessibility requnrcments specified in
s. ILHR 69.03 (3).

(b) If, upon inspection of an existing building or structure, it
is found that its use has changed and that it does not comply with
the requirements of the building code in effect at the time of
change, it shall be made to comply with the code requirements in
effect at the time of change in use.

(4) RESTROOM PARITY. Rest room parity applles to any facility
where the public congregates which has a general capacity or seat-
ing capacity of 500 or more persons and meets the followmg
conditions:

{a) A new struciural facility;

(b) A new facility without a permanent structure;
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{c) An existing structural facility with alterations that affect
50% or more of the square footage of the facility;

(d) An existing structural facility in which an addition has a
square footage equal to or greater than 51% of the square foofage
of the existing structure; and

(e) An existing facility with no permanent structure with an

addition of land to the facility equal to or greater than 51% of the
existing facility acreage.

Note: The percentage requirements established in this subsection shall apply to
the accumulative sum of any remodeling or additions, or both undertaken after March
1, 1994. The addition of fand applics only fo that portion of added land which is speci-
fied as the expansion of the facility or event on that parcel and may not mean the total
added land area to an existing facility or event,

History: Cr. Register, December, 1976, No. 252, eff, 1-1-77; am. (2}, Register,
August, 1985, No, 356 ¢ff. 1-1-86; cr. {4}, Register, August, 19'93 No. 452, eff,
3-1-94r, and recr, {3) (a) 2., Register, November, 1994, No, 467, off. 12-1-94;am,
{2), Register, December, 1993, No. 480, off. 4-1-96; . and recr, (2), Regleer,
Mareh, 1997, No. 495, eff. 4-1-97,

ILHR 50.04 Buildings exempt from code require-
ments. This code does not apply to the following types of build-
ings:

{1) One—and 2-family dwellings and outbuildings in connec-
tion therewith such as barns and private garages.

{2) Buildings used exclusively for farming purposes.

Note; For a definition of “farming,” see s, 102.04 (3), Stats.

(3) Buildings used primarily for housing livestock or for other
agricultural purposes, located on research or laboratory farms of
public universities or other state institutions.

(4) Temporary buildings, used exclusively for construction
purposes, not exceeding 2 stories in height, and not used as living
quarters. '

(5) Buildings located on Indian reservation land held in trust

by the United States.

{6) Buildings owned by the federal govcrnmcnt Buildings
owned by other than the federal government and leased to the fed-
eral government are not exempt.

(7) Bed aud breakfast establishments as defined in s. ILHR
51.01 (i1a)..

(8) Commumty—based residential facilities located in existing
buildings and providing care, treatment and services to 3 to 3 unre-
lated adults.

(9) An adult family home certified under s. 50. 032 (1) (b),
Stats.

(10} A one-or2-family dwellingin Wthh ahome occupation
is located.

{11) Multifamily dwellings within the scope of ch. ILHR 66,
except as provided in s. ILHR 66.60.

History: Cr. Register, December, 1976, No, 252, ¢ff. 1-1-77; am, (2) and ¢r. (5),
Register, December, 1977, No. 264, eff, 1-1-78;cr. (6) to(8), Register, August, 1985,
No. 356 eff. 1-1-86; cr. (9) and (10}, Register, March, 1991, No. 423, cff. 4-1-91;
¢r. {11}, Register, March, 1995, No. 471, off, 4-1-95.

ILHR 50.05 Existing buildings code. Buildings and
structures erected prior to the effective date of the first building
code (October 9, 1914) shall comply with the general orders on
existing buildings, chs. ILHR 75--79, issued by the depariment.
Buildings and structures constructed after October 9, 1914, shall
comply with the code in effect at the time,

History: Cr. Register, December, 1976, No. 252, eff. 1-1-77; comection made
under s, 3,93 (2n1) (b} 7., Stats., Register, October, 1996, No. 490,

ILHR 50.06 Local regulations. (1) AuiHority. This
code shall not limit the power of cities, villages and towns to
make, or enforce, additional or more stringent regulations, pro-
vided the regulations do not conflict with this code, or with any
other rule of the depariment, or law.

(2) ExceprioN. Pursuant to s. 101.75 (2), Stats., all manufac-
tured multi-family dwellings approved by the department shall be
deemed to comply with the requirements of all building ordi-
nances and regulations of any local government except those

Register, March, 1997, No. 495

WISCONSIN ADMINISTRATIVE CODE 2

related to zoning and siting requirements including, but not lim-
ited to, building setback, side and rear yard requirements and
property line requirements,

:Note: This excepuon applies only to those building elements and building parts
covered under the provisions of s, ILHR 50.125 Wisconsin insignia. The exception
does not apply to on—site construcied clements such as, but not limited to, foctings,
foundations, attached porches, steps, concrete floor slabs and on—site constructed
mechanical systerns.

History: Cr. Register, December, 1976, No. 252, eff, 1-1-77; cr. (1), Register,
May, 1980, No. 293, cff, 6-1-80.

Subchapter III — Design and Supervision

ILHR 50.07 Design. Every new building, or alteration {o
a building, shall be designed in compliance with this code.

(1) BUILDINGS CONTAINING NOT MORE THAN 50,000 CUBIC FEET
TOTAL YOLUME. The plans and specifications for every new build-
ing, or alleration to a building, containing not more than-50,000
cubic feet total volume, or addition to a building in which the vol-
ume of the addition results in the entire building containing not
more than 50,000 cubic feet total volume, may be prepared by a
registered architect, engineer, designer, contractor or an autho-
rized agent.

{2) BUILDINGS CONTAINING MORE THAN 50,000 CUBIC FEET TOTAL
voLUME. The plans and specifications for every new building, or
alteration to a building, containing more than 50,000 cubic feet
total volume, or addition to a building in which the volume of the
addition results in the entire building containing more than 50,000
cubic feet tofal volume, shall be designed us follows:

(a) Building or structural design. The plans and specifications
for the design of the building or structure shall be prepared, signed
and sealed by a Wisconsin registered architeet or engineer,

(b) Heating, ventilating and air conditioning design. The
plans and specifications for the heating, ventilating and air condi-
tioning system shall be prepared, signed and sealed by a Wiscon-
sin registered architect, engineer or designer.

(c) Energy conservation design, The plans and specifications
for energy conservation design shall be prepared, signed and
sealed by a Wisconsin registered architect, engineer or designer.

Nate: Secs. ILHR 51.01 (i39a) for definitdon of total volume.

Note: The above terms “registered architect, englneer or designer” mean regis-
tered architect, registered professional engincer or designer as defired by laws regu-
Iating the practice of eagineering and architecture found in ch. 443, Stats. Designers
are limited to the specific limitations outlined ins, A-E 3.06. Sees. A-E2.02 forrules
pettaining to signing, sealing and dating of plans prepared by a registered architect,
engineer or designer.

Note: Accordingtos. $7.30, Stats,, the construction or placement of every buitd-
ing, structure, fill or development placcd or maintained within any flood plain is
required to satisfy local or state regulations,

(3) ANTENNAS AND SUPPORTING TOWERS BXCREDING 200 FEET IN
HEGHT. The plans and specifications for antennas and supporting
towers exceeding 200 feet in height shall be prepared, signed and
sealed by a Wisconsin registered architect or engineer.

History: Cr.Register, December, 1976, No. 252, eff. I-1-77; am. (2} (a) and (b},
¢or.{2) {c), Regisicr, December, 1978, No. 276, eff, 1-1-79; am. (1), Register, Decem-
ber, 1981, No. 312, eff, 1-1-82; cr. (3), Register, December, 1983, Ne. 336, eff.
1~1—84 am. {2} {c), Register, Decembcr 1983, No. 360, cff. 1- 1—86 :

ILHR 50.08 Plans, specifications and calculations
prepared outside Wisconsin. Plans, specifications and cal-
culations for buildings and structures under s. ILHR 50.07 (2} and
(3), may be prepared by an architect or engineer registered outside
of the state of Wisconsin, prov;ded the following conditions are
satisfied:

(1) REGISTRATION. The state agency or enlity which registers
the architect or engineer shall be an agency or entity recognized
by the department of regulation and licensing as having equiva-
lent standards for registration.

{2) 3mAL. The plans, specifications and calculations shall bear
the sngnature and seal or stamp of a reglstercd architect or regis-
tered engineer.

(3) CerTiFICATE. A certificate, dated, mgned and sealed by an
architect or engineer registered in Wisconsin, shall be attached to



3 DEPARTMENT OF INDUSTRY, LABOR & HUMAN RELATIONS

the plans, specifications and calculations. The cerfificate shall
indicate that the plans, specifications and calculations were pre-
pared in a state other than Wisconsin by an architect or profes-
sional engineer registered in that state; describe the work per-
formed by the Wisconsin registered architect or engineer; and
include statements to the effect that the plans and specifications
have been reviewed and comply with all applicable local and state
buildings codes, and that the reviewing architect or engineer will
be responsible for the supervision of construction in accordance
with the requirements of s. ILHR 50.10; o
istory: Cr. Register, December, 1976, No. 252, eff, 1-1-77; am. (intro.), Regis-

ter, December, 1983, No, 336, off. [-1-84; renum. (1) and (2) to be (2) and (3) and
am, {2), er. {1}, Register, March, 1991, No. 423, eff, 4-1-91,

ILHR 50.10 Supervision. All constructions or installa-
tions under 5. ILHR 50.07 (2) and (3) shall be supervised by a Wis-
consin registered architect or, engineer, except that a Wisconsin
registered designer may supervise the installation of heating, ven-
titating and air conditioning systems and illumination systems.
‘The person responsible for supervision shall also be responsible
for the construction and installation being in substantial com-
pliance with the approved plans and specifications. Should the
supervising architect, engineer, designer, or the department, be
confronted with a nonconformance to the code during, or at the
end of, construction, said parties, together with the designing
architect, engineer or designer shall effect compliance or shall
notify the department of the noncompliance.

(1) DEeFINITION.  Supervision of construction is a professional
service, as distinguished from superintending of construction by
a contractor, and means the performance, or the supervision
thereof, of reasonable on-thesite observations to determine that
the construction is in substantial compliance with the approved
plans and specifications. :

(2) NAME OF SUPERVISING ARCHITECT, ENGINEER OR DESIGNER.
Prior to the start of construction, the owner of the building or struc-
ture, whose name must be a part of, or accompany, all plans sub-
mitted for approval, as required by s. ILHR 50.12 or an authorized
agent, shall designate to the department, in writing, the name and
Wisconsin registration number of the architect, engineer or
designer retained to supervise construction of the building or
structure. ' ’

(3) CoMmPLIANCE STATEMENT. Prior to initial occupancy of a
new building or addition, and prior to final occupancy of an alter-
ation of an existing building, the supervising architect, engineer
or designer shall file a written statement with the department cer-
tifying that, to the best of his or her knowledge and belief,
construction of the portien (o be occupied has been performed in
substantial compliance with the approved plans and specifica-
tions, This statement shall be provided on a form prescribed by the
department,

Note: Sec Apperdix A for an example of the coinpliance statement form
(SBD-4927). o = :

History: Cr.Register, December, 1976, No, 252, eff, 1-1-77; am. {intro.) and (2),
Register, December, 1981, No. 312, eff, 1-1-82; am. (intro.), Register, December,
1983, No. 336, ¢ff. 1-1-84; am. {2) and {3), Register, January, 1994, No, 457, eff,
2-1-94,

ILHR 50.11 Owner’s responsibility. No owner may
construct or alter any building or structure, or portion of abuilding
or structure, or permit any building or structure to be constructed
or altered except in compliance with the provisions of chs, ILHR
50 to 64. Compliance with the provisions of this section does not
relieve the owner from compliance with the administrative rules
established in other related codes.

Note: For definition of owner, refer to s. 101.01 (2) (¢), Stats. ’

Note: Section ILHR 50.07 specifics which plans and specifications must be pre-
pared by a registered architect, engineer or designer, Section ILHR 50.10 specifies
whichconstruction must be supervised by aregistered architect, engineer or designer.
Section ILHR 50.10(2) specifies theowner's responsibilities in inferming the depart-
ment of the construction supervisor. Section ILHR 50.10 {3) specifies the reguire-
meats for filing completion statements prior to occupancy, Section ILHR 50.12 spec-
ifies the requirements for plan submittal and approval. Section ILHR 50.12 (5}

-departiment.

ILHR 50.12

requires submittal of a plan approval application form, and that form must be signed
by the owner.

History: Cr. Register, December, 1976, No. 252, eff. [-1-77; am. Register, Janu-
ary, 1994, No. 457, eff. 2-1-94.

ILHR 50.115 Notice of intent. (1) A notice of intent for
coverage under a Wisconsin Pollutant Discharge Elimination Sys-
tem (WPDES) General Permit No. WI-0067831-1 for storm
water discharges associated with construction  activities as
required by 40 CFR part 122 shall be filed by the landowner for
the construction project of a public building or a building that is
a place of employment disturbing 5 or more acres of land. A
construction site soil erosion control plan and storm water man-
agement plan shall be prepared in accordance with good engineer-
ing practices and the design criteria, standards and specifications
outlined in the Wisconsin Construction Site Best Management
Practices Handbook  published by the department of natural
resources (WDNR Pub. WR-222 Neovember 1993 Revision).

Note: Copies of the Wisconsin Construction Best Management Practice Hand-
book are available through Wisconsin Department of Administration, Document
Sales, 202 S. Thornton Ave., Madison, W153707.

{a) Prior to filing a notice of intent, a site specific soil erosion
control plan and storm water management plan shall be prepared
in dccordance with ss, NR 216.46 and 216.47, respectively, If the
soil erosion control plan or actions required by the plan fail to con-
irol the construction site soil erosion, the plan shali be amended
or other actions taken to control construction site soil erosion.

{(b) The landowner shall implement the soil erosion control
plan throughout the construction period. Soil erosion control mes-
sures shall be installed and maintained at the construction site
untif the construction site is stabilized and a notice of termination
is filed with the department stating that the site has undergone
final site stabilization in accordance with s. NR 216.55.

(c) The landowner shall meet the reporting and monitoring
requirements specified in s, NR 216.48.

{(d) The department may inspect and enforce the provisions of
this section in the event of violations. Additional information
requested by the department to ascertain compliance with this sec-
tion shall be submitted within the time period specified by the

(e) If the department of natural resources determines the
construction site to be a significant source of storm water poliu-
tion, the department of natural resources may require the site to be
covered by a individual WPDES storm water discharge permit,

Note: An industrial construction site covered by this scetion may also require an
Indusirial Storm Water Discharge Permit issued by the depariment of natural
resources as provided in subch, ITof ¢h, NR 216.

(2) A notice of intent shall be filed either with the department
or with certified municipalitics and counties authorized to review
plans and perform inspections under s. ILHR 50.21, Municipali-
ties and counties shall file a copy of the notice of intent with the
department. The notice of intent shail be filed on form 3400-161
published by the department of natural resources.

Note: Copies of form 3400-161 may be obtained from the department or the
department of natusal resources.

(3) The notice of intent form shall be completed in accordance
with the instructions and filed at least 14 working days prior to
commencement of construction.

{4) The department shall provide a summary of the notice of
intent information collected to the department of natural
resources.

(5) A landowner filing a notice of intent under this section
shall be exempt from the department of natural resources’ $200
fee associated with filing form 3400-161.

Historys Emerg. cr. off. 11-4-94; cr. Register, August, 1995, No. 476, eff. 9-1-95.

Subchapter IV — Department Approvai‘
ILHR 50,12 Plan examination and approval.

(1) TypesorBUILDINGS. Plans and specifications for all buildings
and structures in the following classifications shall be submitted
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to the department or its authorized representative, as provided in
5. ILHR 50.21, for examination and approved before commencing
work:

Note: Sce the scope of the occupancy chapters for examples of specific types of
buildings covered in pars. (a) through (f). .

Nofe: Section 10112 (3) {h), Stats., prohibits local issuance of permits orhcenses
for construction or use of public butldmgs or places of employment until drawings
and calculations have been examined and approved by the department,

(2) Paclories, office and mercantile buildings (ch. ILHR 54},

1. Except for public mausoleums, department examination
and approval for factories, office and mercantile buildings con-
taining less than 25,000 cubic feet total volume is waived; how-
ever, the buildings shall comply with the applicable requirements
of this code.

2, Upon written request, thc department may conduct an
examination of preliminary mausoleum . plans for compliance
with the provisions of this code. Results of this examination will
be in writing. A fee may be charged for this type of examination.
Complete plans and spec1ﬁcattons shall be submitted i in accor-
dance with sub. (5) prior fo construction.

(b) Theaters and assembly halls (ch. ILHR 53).
(c) Schools and other places of instruction (ch. ILHR 56).

{d) Apartment buildings that exceed 60 feet in height or 6 sto-
ries, hotels, motels and places of abode (ch. ILHR 57).

(e) Health care facilities and places of detentiori (ch, ILHR 58).
Plans shall be submitted for double celling in existing places of
detention only where other alterations are being made that affect
exiting, natural lighting, fire hazard or structural components, If
the increased occupant load does not require physical alteration to
the existing structure, plans are not required to be submitted.

(f) Hazardous occupancies {ch. ILHR 59).

1. Deparfment examination and approval of plans shall be
waived for a hangar accommodating one airplane; however, the
building shall conform with the applicable rcqmrements of this
code, :

2. Department examination and approval shall be waived for
a storage garage which is less than 25,000 cubic feet in fotal vol-
ume; however, the building shall comply with the applicable
requirements of this code.

(g) Day care facilitie$ {ch. ILHR 60).

(h) Community-based residential facilities (CBRF) (¢h. ILHR
61). ' '

(i) 1. Except as provided in subd. 2., department examination
and approval is waived for television and radio transmitting and
receiving antennas, outdoor theater screens, water tanks, display
signs, observation towers, docks, piers, wharves, tents or inflat-
able structures used temporarily, and other similar structures;
however, these structures and temporary tents shall comply with
the applicable structural and other requirements of chs. ILHR
50-64.

2. a. Planexamination and approval is required for the instal-
lation of roof mounted antenna structures exceeding 20 feet in
height above the roof, unless the building is otherwise exempt or
plan submittal is waived.

b. Plan examination and approval is required for the installa-
tion of ground mounted antenna structures exceeding 200 feet in
height.

¢. Plan examination and approval is required for the installa-
tion of ground mounted antenna structures exceeding 30 feet in
height if the structure is located nearer to any street, public thor-
oughfare or property line than the height of the structure measured
from the base of the structure nearest to the street, thoroughfare
or property line to the highest point of the structure.

(2) TvypeS OF PLAN APPROVAL. The following types of plans
shall be submitted to the department or its authorized representa-
tive, as provided in s. ILHR 50.21, for examination and approval
before construction is commenced:
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(2) General building plans.

(b) Structural plans.

(c) - 1. Heating and ventilating plans; and

2. Dataand information relative to reqmrements of chs. ILHR

63 and 64 for the replacement of a major piece of heatmg or air
conditioning equipment, _

(d) Alteration plans for existing buildings, except for those
alterations involving changes in interior finishes only.

(e) Revisions to previously examined plans.

{f) Industrial exhaust system plans within government-owned

buildings.

Note: Secs. ILHR 64.54 (3) refating to the Lypes of exhaust ventilation systems
requiring plan submittal.

(g) Spray booth plans (government—owned buildings only).
(h) Footing and foundation plans (see s, ILHR 50 13).

(i) Assembly seating facility plans.

(i)} Fire escape plans.

(3) PLANS AND SPECIFICATIONS. At least 4 complcte bound sets
of plans, - which are clear, legible and permanent copies, and one
copy of specifications shall be submitted for examination and
approval before commencing construction, The plans shait be
hound in a manner that enables them fo be reviewed without
removing the binding. The plans and specifications shall contain
the following information:

Note: Also see sub. (5) (b) note,

(a) General. All plans shall contain the name of the owner and
the address of the building, The name and seal of the architect,
engineer or person who prepared the plans shall appear on the title
sheet, in accordance with s. A-E 2.02, Wis. Adm. Code.

(b) General building plans. The general building plans shall
include the following:

1. ‘Plotplan,” a, The location of the building with respect to
property lines and lot lines and adjoining streets, alleys and any
other buildings on the same lot or property shall be indicated on
the plot plan. For recycling space designated adjacent to a build-
ing, as specified in s. ILHR 52.24, the area and dimensions shall
be indicated on the plot plan. A small scale plot plan shail be sub-
mitted on a8%" x 117 sheet for projects containing multiple build-
ings. For purposes of this requirement, a plot plan does not have
to be a certified survey. ‘

b. The plot plan shall clearly indicate the location of the acces-
sible building, its accessible entrances and the exterior accessible
route to, from and between all accessible parking spaces, recre-
ational and public facilities and areas on the site, public trans-
portation stops adjacent to the property, public stréets or side-
walks and if prowded passenger loading zones. The plans shall
also indicate the size and location of the accessible parking spaces
and the gradient or slope information for all walks and ramps on
the accessible route. ‘

2. ‘Floor plans’. Floor plans shall be provided for each floor,
The size and location of all rooms, doors, windows, fire wails, toi-
let facilities, structural features, exit passageways, exit lights, fire
alarms, standpipes, stairs and other pertinent information, includ-
ing but not limited to adequate space within a building designated
for collection, separation and ternporary storage of recyclable
materials, shall be indicated. Schematic exit plans shall be pro-
vided for Iarge buildings, indicating normal paths of egress.

3. *Elevations’. The elevations shall centain information on
the exterior appearance of the building and indicate the location
and size of doors, windows, roof shape, chimneys, ¢xtetior grade,
footings and foundation walls, and include mfoxmatlon about the
exterior materials.

4, ‘Sections and details’. Sections and details shall include
information to clarify the building design.

5. ‘Inferior barrier—free design information’. The general
building floor plans, elevations and sections shall clearly show the
following:



5 DEPARTMENT OF INDUSTRY, LABOR & HUMAN RELATIONS

a. ‘All accessible routes through accessible bmldmgs, facili-
ties, tenant spaces and living units.

b. The design and location of all interior and exferior ramps,
including the gradient or stope information.

¢. The areas of rescue assistance in multilevel buildings,
including dimensions of the area and the fire resistive construction
details,

d. The type and location of elevator or mechanical lifting
equipment and, where applicable, the design and construction of
the vertical shaft.

“e. The design of bathrooms, toilet rooms and unisex toilet
rooms, ‘including door clearsnces, lavatory or vanity design,
plumbing fixture mounting heights, turnaround spaces, clear
spaces required for plumbing fixtures, the size and arrangement
of toilet compartments and other toilet room equipment such as,
but not limited to, mirrors, soap dispensers and hand dryers.

(¢) Heating, ventilating and air conditioning plans. Heating,
ventilating and air conditioning plans shall indicate the layout of
the system, including location of equipment and size of all piping,
ductwork, dampers (including fire dampers), chimneys, vents and
controls. The quantity of outside air introduced to cach zone, and
the quantity of supply air and exhaust air for each reom shall be
listed on the plans. The type of equipment and capacity (including
the input and output) shali be indicated on the plans or equipment
schedules, unless indicated in the specifications. Justification for
the number of persons used as the basis for the HVAC system
design shall be provided when required by s. ILHR 64.05 (5).

(d) Specialty plans. Specialty ptans for spray booths, special
exhaust systems, assembly seating facilities, fire escapes and spe-
cial structural systems shall include pertinent information with
respect to the design and construction of the specialty.

- {e) Specifications. The specifications shall be properly identi-
fied with the drawings and describe the quality of the materials
and the workmanship,

() Schedules. Schedules shall be provided which contain
information pertinent to doors, room finishes, equipment, and the
use of all rooms and the number of occupants zccommodated
therein, unless this information is indicated on the plans,

Note: Original drawings are not considered a substitute for permanent prints,

Note: Duplicate information need not be submitted when heating, ventilating, air
conditioning and building plans are submitted simultaneousty.

Note: For pit depth and overhead clearance requirements applicable to design of
elevator hoistways, see ch. Comm 18, Etevator Code.

Note: Plans for swimming pool installations are examined by the departmem

{4) Data REQUIRED. All plans submitted for approval shall be
accompanied by sufficient data and information for the depart-
ment to judge if the design of the building, the capacity of the
equipment, and the performance of the system will meet the
requirements of this code., The following data shall be submitted:

() Structural data. Sample structural caleulations, including
assumed bearing value of soil, live loads and itemized dead loads,
unif stresses for structural materials, typical calculations for slabs,
beams, girders, columns and trusses shall be submitted. Typical
wind and bracing calculations and diagrams including the manner
in which shear transfer is made between resisting elements shall
alsa be included, Complete structural calculations shall be fur-
nished upon request of the department or other authorized approv-
ing official.

1. The building designer shall submit the following minimum
information for structural components such as but not limited to
wood trusses, precast concrete, laminated wood members, steel
joists and steel girders when the component fabricator is specified
as being responsible for the component design:

a. Structural framing plan;

b. Bearing support and connection details of the component
to the strueture;

¢. Design loads, including location and magnitude of: uni-
form superimposed dead and live loads; concentrated dead and
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live loads; nonuniform snow loads; wind and bracing loads for
component system; and wind, bracing and gravity forces required
to be developed at interfaces with other materials;

d. Required fire rating;
e. Outside configuration of components; and
f. Permanent.bracing system.

2. The building designer shall also submit the following
information with the initial building plan submittai or the compo-
nent plan submittal:

a. A framing plan showing all members and labels and special
instalation {e.g., handling and erection) instructions and any
required permanent bracing required which was the basis for the
component design;

b. Tnformation regarding the member design of the following
structural components: web configuration, stress diagram or tabu-
lation of axial force in the members, member size, grade of lum-
ber, fabricated splices and member bracing for wood trusses; web
configuration, stress diagram or tabulation of axial force in the
members, member size, steel yield, fabricated splices and member
bracing for steel joists and jolst girders subjected to nonuniform
loading; specified concrete strengths, prestressing data including
final effective forces and centroids, mild reinforcing including
release and confinement steel, shear reinforcing, and stripping,
transportation and erection handling points for precast concrete
members; species of wood, bending stress of wood, adhesive and
member sizes for laminated wood members; and

¢. Infermation pertaining to the design of connections within
or between like components for the following structural compo-
nents: web and chord connection details and connector plate hold-
ing values for wood trusses; web and chord connection details for
steel joist and joist girders subjected to nonuniform loading; bear-
ing confinement steel, dapped end reinforcing, corbel reinforcing,
bearing pads, and loose and embedded connection steel including
welding and bolling requirements for precast concrete members;
member connection and bearing details for laminated wood mem-
bers.

3. For the purposes of this paragraph the department does not
consider truss layout plans or lruss erection plans as architectural
practice or engineering practice, and therefore, such plans are not
required to be signed and sealed or stamped in accordance with s.
ILHR 50.07 or 50.08.

4, Information regarding reinforcement, concrete strength,
fire resistive ratings for precast concrete coniponents may be pro-
vided in either the specifications or calculations furnished with the
precast concrete plans.

(b) Energy conservation data. Calculations and specifications
shall be submitted in accordance with s. ILHR 63.01 for the types
of projects outlined in s. ILHR 63.001 on forms provided by the
department or other forms approved by the depariment.

Note: See A50.12 of the appendix for sample copies of forms.

(€) Heating and ventilating data. A description of the
construction for the walls, floors, ceilings and roof, and the trans-
mission coefficients of the construction materials shall be fur-
nished, The calcalations shall include heat losses for the individ-
ual rooms (inctuding transmission and infiltration and/or
ventilation losses, whichever are greater), a summary of the total
building heat loss expressed in Btw/hour or watts, heat gain cal-
culations for air conditioning systems, ventilation calculations
including outside air requirements for each space and ventilation

sysiem expressed in cubic feet per minute or liters per second, and
percent of outside air at maximum and minimum flow rates when
the building is occupied.

Note: [f the code does not specify a required caleulation method, the department
will accept as the basis for calculations and design data, the methods and standards
recommended by the Mechanical Contractors’ Association of America; the Ameri-
can Society of Heating, Refrigerating and Air Conditioning Enginecrs; and the Insti-
tute of Boiler and Radiater Manufacturers.
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(d) Daia for recycling space. Verifiable data or calculations
and specifications shall be submitted in accordance with s, ILHR
52.24 for determining adequate space for the separation, tempo-
rary storage and collection of recyclable materials, unless the
space designated is based on the requirements identified in this
code.

(dm) Elevator and mechanical lift data. Where an elevator,
Hmited—access elevator, vertical wheelchair 1ift, inclined wheel-
chair lift, stairway chairlift or other mechanical lifling device is to
be installed in a public huilding or place of employment, the fol-
lowing information shall be included on the building plans and
submitted to the department for approval:

1. “Blevator or limited-use elevator.” a. Size of the elevator
cab or limited-use elevator cab;

Note: Inncw construction, ch. Comm 18 requires the minimwmn clear platformsize
of an elevator 1o be 51 inches by 68 inches, with a minimum area not less than 24
square feet. Where clevators are provided in health care facilities, including medical
clinies, and in alt buildings over 3 storics in height, at least one elevator shall have
the combination of car size and door opening which accommexdates a 76 inch by 24
inch ambulance type stretcher in the korizontal position with no tijting at any time.

Note: Tn existing construction where an elevator is installed and the car size speci-
fied for new construction cannot be provided, ch. Comim 18 will allow the minfmum
clear platform size to be not less than 36 inches wide by 54 inches in lengih witha
minirmum area not less than 13.5 square fect. Information shall be submitted with the
elevator plans justifying why the Jarger size elevator cannot be instailed,

b, Size, rating and construction of the vertical shaft for the ele-
vator or limited-use elevator;

¢. Door clearances to the elevator or fimited-use elevator;

d. The accessible route to the elevator orlimited-use clevator;
and .
e. Maneuverability space at the elevator or limited-use eleva-
tor hoistway entrance doors.
Note: In accordance with ch, Comm 18, a niirimum maneuy erabllsly space of 5

feet by 5 feet withia minimum of 18 inches of clear space at the latch side of the door
shall be provided when the hoistway doors are manuaily-epening and self-closing.

2. *Vertical wheelchairlift.” a. Size of the platform of the ver-
fical wheelchair lift;

b, Size and construction of the shaft for the vertical wheel-
chair lif, where applicable;

Noter Inaccordance with ch, Comm 18, the net platform area shall not exceed 18
square feet with a minimum clear width of 32 inches and a mininum clear length of
54 inches.

¢. Door clearances to the vertical wheelchair lift; and
Note: In accordance with ¢h, Comm 18, a minimum maneuverability space of 5
fect by 5 feet with a minimum of 18 inches of clear space at the latch side of the door
shall be provided when the hoistway doors are manually~opening and selfclosing.

d. Accessible route to the vertical wheelchair lift.
3. ‘Inclined wheelchair 1ift.” a. Size of the platform of the

inclined wheelchair lift;

Motet Inaccordance with ch. Comm 18, thc net p]alform area shall notexceed 18
square feet with a minimum elear width of 32 inches and 2 minimom clear length of
54 inches.

b. Number of occupants in the building;

¢. Location and width of all exits and stairways in the build-
ing; ‘
d. Accessible route to the inclined wheelchair lift; and
e. Width of the stairway where the inclined wheelchair lift
will be installed and verification that the installation of the Hft in
its operational position does not infringe into the required exit
width.

4, 'Slairway chairlifts.” a. Size of the stairway chairlift;

b. Number of occupants in the bulldmg,
.G Location and width of ail exits and stairways in the buﬂd-
ing;

d. Accessible route to the stairway chairlift; and

e. Width of the stairway where the stairway chairlift will be
located and verification that the instailation of the lift in its opera-
tional position does not infringe into the required exit width.

{e) Additional data. When requested, additional data pertain-

ing to design, construction, materials and equipment shall be sub-
mitted to the department for approval.
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- {B) APPLICATION FOR APPROVAL. A plans approval application
form shall be included with thie plans submitted to the department
for examination and approval. The department shall review and
make a defermination on an application for plan review within 15
business days of receipt of the application and all forms, fees,
plans and documents required to complete the review as specified
in s, Comm 2,07 (3).

Note: Sce Appendix A for an example of the plans approval appiication (form
SBD-118).

(a) Conditional approval. 1f, upon examination, the depart-
ment determines that the plans and the application for approval
substantially conform to the provisions of this code, a conditional
approval, in writing, will be granted. All non—code—complying
conditions stated in the conditional approval shall be cotrected
before or during construction. A conditional approvat issued by
the department shall not be construed as an assumption of any
responsibility for the design or construction of the building,

(b) Denial of approval. If the department determines that the
plans or the application do not substantially conform to the provi-
sions of this code, the application for condllmnal approval will be
denied, in writing.

Note: Aletter will be sent to the designer and the owner of record with a statement
relating to the examination of the plans and citing the conditions of approval or denial.
The plans will be dated and stamped*‘conditionally approved” or “not approved,”
whichever applies. The department will retain one copy of the plans for all projects.
The department will forward one copy of the plans for projects of less than 100,060
cubic feet and alterations of less than $100,000 estimated cost to the state building
inspector of record. The remaining plans will be returned to the person designated on
the plans approval application,

(6) RevISIONS TO APPROVED PLANS. (a) 1. All revisions and
maodifications, which involve provisions of this code, made fo
plans or specifications, which have previously been granted
approval by the department, shall be submiited to the department
for review.

2. All revisions and modifications to the plans shall be
approved in writing by the department prior to the work involved
in the revision or modification being carried out.

{b) A revision or modification to a plan, drawing or specifica-
tion shall be signed and sealed in accordance with s. ILHR 50.07
(2), if applicable.

MNote: Scction TLHR 50,12 was revised in December, 1995, effective April 1,
1996. On Apsil 6,1996 the department of industry, Jabor and human relations pub-
lished an emergency rule stating that the effective date of the Pecember, 1995 rule
revision was delayed, A permanent rule was adopted in December, 1996 stating that
the revised text of 5. ILHR 50,12, as published, would be effective April 1, 1997,

History: Cr.Register, December, 1976, No. 252, eff. I-1-77; am. (1) (g} ), Regls-
ter, December, 1977, No. 264, eff. 1--1-78; am. {4) (b), Register, May, 1978, No. 263,
eff. 7-1-78; am. (1} (g) {intro.), chlster,Deccmbcr, 1978, No. 276, eff. 1-1-79; am,
(2) ()., (3) (intro,) and (4} (b), <r. (2} (k), Register, Janvary, 1980, No. 289, ff,
2-1-80; am, (1} (b) and {d), (2) () 2., {d} and (1), (3) (d}, (4} (@), renum. (1} (&}, ()
and (g)tobe (1} (f), (g) and (1) and am, (l) () and (i) (intro.), cr. {1} {¢) and (h), Regis-
ter, December, 1981, No. 312, eff, 1-1-82; r. and recr. (1) (i), am. (4) (a) 2. inwo., Reg-
ister, December, 1983, No, 336, eff, [--1-84; am. (5) (intre.), Register, January, 1985,
No. 349, off. 2-1-85; am. (1) (mtro)and (2) (intro.}, Register, April, 1985, No. 352,
eff. 5-1-85; am. (1) (a) 1., Register, August, 1985, No. 356, efi. 1-1-86; 1. (2} (k),
Repister, Dcccmbcr, 1985, No 360, eff. 1-1-86; r. and vecr. (1} (D), (i), (2} (c)yand (f},
am, {3) (intro.), (b) 1. and (4) (b), cor. (4) (&) 3, and 4. and (6), Register, March, 1991,
No.423, eff. 4-1-91; am. (1) (a} 1., cr. (1} (8) 2., Register, March, 1992, No. 435, eff.

"4-1-92; am, (5), Register, June, 1992, No. 438, cff. 7-1-92; am. (3) (b} . and 2.,

renum. {4) (d)to be (&), cr. (4) (d), Register, October, 1992, No, 442, eff. 5-1-93; am.
(13 {e), i) 2, ¢, (3) {intro.) and (a), (4) () 2. b. and (b), chlster,]anuary 1994, No,
457, eff, 2-1 94 cr. (4) (dm), Register, March, 1994, No. 459, eff. 4-1-94; renum.
N3 (b)l a., or. (3) (b} 1. b, 5., Register, November, 1994, No, 467, eff.
12--1-94; repnntedtorcstoredroppcdcapym (3) (b) 5., Register, January, 1995, No.
469; am. (1)(d), Register, March, 1995, No.471, off. 4-1-953 am. {4) (b}, (c), Decem-
ber, 1995, No, 480, eff. 41-1-96; correction in (5) (intro.) made under s. 13.93 (2m)
(b) 7., Stats,, Register, Oclobcr,w% No, 49{; am. (4) (c), Register, December, 1996,
No. 492, eﬁ'. 4-1-97; r.and recr. (3) {c}, (4} {b) and (c), Register, March, 1997, No.
4985, eff, 4197,

ILHR 50,13 Footing "and foundation approval.
(1) 'The department or its authorized representative, as provided
in s, ILHR 50.21, may conditionally approve footing and founda-
tion plans to permit construction of footings and foundations prior
to the examination and approval of the complete plans upon sub-
mission of:

(a) A plan approval application form, SBD-1 18;

- "y,
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(b) At least 4 bound sets of footing and foundation plans
which:

i. Include a plot plan; and

2, Are signed and sealed in accordance with s, ILHR 50.07
or 5Q.08, if applicable.

(c) At leastonc setof:

1. Schematic floor plans indicating the exits,;

2. Building elevations;

3. ltemized structural loads; and _

4, Structural footing and foundation calculations; and
(d) The fee as specified in ch. Comm 2.

(2) The department shall review and make a determination on
an application for footing and foundation approval within 15 busi-
ness days of receipt of the application and all forms, fees, plans
and documents required to complete the review.

History: Cr. Register, December, 1976, No, 252, eff. 1-1-77; am, chmcr, May,
1980, No. 293, eff. 6-1-80; am, Register, January, 1985 No. 349, eff, 2-1-85; am.
Register, April, 1985, No. 352, eff. 5-1-85; 1. and recr. register, March, 1991, No.
423, eff, 4-1-91: correctionin (1){d) made unders, 13.93 (2m) (b} 7., Stats., Register,
June, 1993, No. 450; correction in {1} (d) made under s. 13.93 (2m) (b} 7., Stats., Reg-
ister, October, 1996, No, 490

ILHR 50.14 Permission 1o start construction.

{1} The department or its authorized representative, as provided

_in s. ILHR 50.21, may issue a permission to start construction
form for the footings and foundations upon submission of:

(a) A completed plan approval application form, SBD-118;

(b) 1. Atleast4 bound sets of building plans and one copy of
specifications; or

2. At least 4 bound sets of fooling and foundation plans and
the information specified in s. ILHR 50.13 (1).
{c) A written request by the owner to start construction, form
SBD-198; and

(d) Fees as specified in ch. Comm 2,

{2) The holders of the permission form shall proceed at their
own risk without assurance that a conditional approval for the
building will be granted.

{3) The department shall review and make a defermination on
an application for permission to start construction within 3 busi-
ness days of receipt of the application and all forms, fees, plans
and documents required to complete the review.

History: Cr. Register, December, 1976, No. 252, eff, 1-1--77; am, Register, May,
1980, No. 293, eff, 6-1--80; am. Register, December, 1983, No, 336, off. 1-1-84; am.
Register, January, 1985, No. 349, eff.2-1-85; am, Register, Apsil, 1985, No.352, off.
5-1-83; 1. and recr, Register, March, 1991, No 423, eff. 4-1-91; correction in (1) (D
made under s, 13,93 (2m) (b) 7., Stats., Reglsler, June, 993, No, 430; correction in
(1} (@) made under s. 13.93 (2m) (b)’)‘ Stats., Register, October, 1996 No, 490

ILHR 50.16 Evidence of plan approval. The architect,
engineer, designer, builder, manufacturer or owner shall keep at
the building site one set of plans bearing the stamp of conditional

approval and a copy of the specifications. The plans shall be open

to inspection by an authorized representative of the department.

History: Cr. Register, December, 1976, No. 252, eff. 1-1-77; am. Register, May,
1980, No. 293, cff, 6-1-80.

ILHR 50.155 Sprinkler documents, (1) Prans. (a) 1.
Except as provided in subd, 2., where automatic fire sprinkler sys-
tems are to be installed or altered, sprinkler plans and specifica-
tions shall be present at the job site and made available, upon
request, to the department, its agent or local governmental agen-
cies exercising jurisdiction.

2. a. When a project involves the alteration or addition of 20
or less sprinkler heads to an existing automatic fire sprinkler sys-
tem, sprinkler plans and specifications shall not be required to be
present at the job site or made available, unless required by local
ordinance.

b. When sprinkler plans and specifications are not provided
for a project involving the alteration or addition of 20 or less sprin-
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kler heads to an existing automatic fire sprinkler system, the auto-
matic fire sprinkler contractor responsible for the work shall pro-
vide a written descriplion of the type and scope of the work, The
description shall be included with the material and test certificate,
if required. The description shall be made available, upon request,
to the department, its agent or local govemmental agencies exer-
cising jurisdiction.

(b} The sprinkler plans at the installation site shall be:

1. Signed and sealed in accordance with s. A-E 2.02 by an
architect, engineer or sprinkler designer who is registered by the
department of regulation and licensing; or

2. Signed, including license number, and dated by an auto-
matic fire sprinkier contractor who is responsible for the installa-
tion of the sprinklers and who is licensed by the department of
commerce.

(c) Where automatic fire sprinkler plans are required by local
ordinance to be reviewed and approved by a local governmental
agency, the sprinkler plans at the instaliation site shall bear evi-
dence of that approval.

(d) The plans for the antomatic fire sprinkler system to be at
the instaliation sife shall include at least:

1. The name of the:

. Owner of the building; and

. Occupant or occupants in the building;

. The location or address of the building;

. A full height cross section through the building;

. The location within the building of:

. Partitions, walls, and fire walls;

. Concealed spaces, closets, attics and bathrooms;
Sprinklers;

. Alarms;

. Pumps, valves, drain pipes and test connections; and
. Pipe hangers and supports.

. The oceupancy class of each area or room within the build-

e &0 oD AW o

ing;

6. The sources of water supply, including the static pressure,
residual pressure, the flow and the dates and time of determination
for each;

7. The location and size of:

a. All above ground and underground piping; and

b. Hose outlets.

8. The number of sprinklers on each riser per floor; and

9. The relative elevations of sprinklers, junction points, and
supply points;

{(e) The specifications for the automatic fire sprinkler system
to be at the installation site shall include at least:

1. The type of materials, and devices that comprise the sprin-
kler system;

2. The seitings of pressure reducing valves; and

3. Type and amount of antifreeze solutions being employed,
if any.

(2) SPRINKLER MATERIAL AND TEST CERTIFICATES. (a) Where
automatic fire sprinkler systems have been installed or altered,
completed sprinkler material and test certificates shall be made
available, upon request, to the department, its agent or local gov-
emmmental agencies exercising jurisdiction.

(b} A sprinkler material and test certificate shall provide at
least the information as enumerated in NFPA 13, s, 8-1 or NFPA
13R, s. 2-1, depending upon the type of sprinkler system.

History: Cr. Register, June, 1993,No, 450, ¢ff. 7-1-93; am. (2) (b}, Register, Janu-

ary, 1994, No. 457, off. 2-1-94; correction in (1) (b} 2. made under s. 13.93 (2m) (b)
1., Stats., Register, October, 1996, No. 490.

ILHR 50.16 Revocation of approval. The department
inay revoke any approval, issued under the provisions of this code,
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for any false statements or misrepresentation of facts on which the
approval was based.
History: Cr. Register, Decennber, 1976, No. 252, ff, 1-1-77.

“ILHR §0.17 . Expiration of plan approval and exten-
ston of plan approval. {1} EXPIRATION OF PLAN APPROVAL. (a)
Building shell. Except as provided in par. {e), plan approval by the
department or its authorized representative for new buildings and
building additions shall expire 2 years after the approval date indi-
cated on the approved building plans if the building shell is not
closed in within those 2 years.

. {b) Occupanecy. Except as provided in sub. (2), plan approval
by the department or its authorized representative for new build-

ings and building additions shall expire 3 years afier the approval:

date indicated on the approved building plans if the building is not
ready for occupancy within those 3 years.

(c) Alterations. Excepl as provided in sub. (2), plan approval
by the department or its anthorized representative for interior
building alterattons shalt expire I year after the approval date indi-
cated on the approved building plans if the alteration work is not
completed within that year.

(d) HVAC construction only. Except as provided in sub, (2},
plan approval by the department or its authorized representative
for heating, ventilating, or air conditioning construction that does
not include any associated building construction shall expire 1
year after the approval date indicated on the approved plans if the
building or building area affected by the plans 1s not ready for
occupancy within that year.

(e) Mausolewms. Plan approval by the department or its autho-
rized representative for mausoleums within the scope of s. 440,92
(2) {e), Stats., shall expire 3 years after the date indicated on the
approved building plans of the building shell if not closed within
those 3 years.

{2) EXTENSION OFPLAN APPROVAL. Upon request and payment
of the fee specified in ch. Comm 2, the expiration dates in sub, (1)
(b), {¢), and (d) shall be extended for one 1-year period provided
the request is submitted prior to expiration of the original
approval.

Note: Accordingto s, 66,05 (1){a), Stats., the focal governmental body or building
inspector may order the razing of buildings or portions thereof, where there has been
a cessation of normal construction for more than 2 years.

History: Cr. Register, December, 1976, No. 252 eff. 1-1--77; r.and recr, Register,
August, 1986, Mo. 368, cff. 9-1-86; comection in (2) made under s. 13.93 (2m) (b)
7., Stats., Register, June, 1993, No. 450; r. and recr., Register, March, [995, No. 471,
off, 4-1_95; j correction in (2) made under s. 13.93 (2m) (b) 7., Stats., Register, Octo-
ber, 1996, No. 490.

ILHR 50.175 Department limitation. A conditional
approval of a plan by the department shall not be construed as an
assumption of any design responsibility.

Historys Cr. Register, August, 1986, No. 368, off. 9-1-86.

~ ILHR 50.18 Inspections. {1) ON-siTE. Inspections shail
be conducted by an authorized representative of the department to
determine whether or not the construction or instatlations con-
form to the conditionaily approved plans, the conditionat
approval letter, and the provisions of chs, ILHR 50 to 64.

Note: Municipalities certified under s, ILHR 50.21 are anthorized representatives
of this department to make the inspections specified in this section, but not the main-
tenance or life-safety inspections specified in s, ILHR 56.21 and subch. TV of ch.
1LHR 56 except that st class cities may perform these inspeciions.

. Nofe: See Appendix A for further explanatory material.

(2) In-PLANT. Manufacturers of multi-family dwellings shall
contract with the department or an independent inspection agency
to conduct in-plant inspections to assure that the manufactured
multi-family dwellings are in compliance with the plans
approved by the department. All inspections shall be performed
by a certified commercial building inspector.

Note: Sce Appendix A for an example of the inspection progress report form
($BD-224) and inspection report and orders form (SBD-2).

(3) PuBLIC MAUSOLEUM, Within 30 days after receiving writ-
ten notice from a cemetery authority that the construction or con-
version of a public mausoleum has been completed, the depart-
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ment or authorized agent shall inspect the public mausoleum and
provide written notification of violations. Except as provided in
s. 157.12(2) (b}, Stats., public mausoleum spaces may not be sold

prior to approval by the department or its authorized agent.
Note:
approval in accordance with the reguirements of the department of regulation and
licensing,
History: Cr.Register, December, 1976, No. 252, eff. I-1-77, am. Register, May,
1980, No. 293, eff. 6-1-80; cr. (3), Register, March, 1992, No. 435, eff, 4-1-92;am.
(1), Register, October, 1992, No. 442, eff, 11-1-92; am, (2), Register, Oclober, 1996
No. 490, eff, 11-1-96,

ILHR50.19 Building material approvals. (1) MATErI-
ALS, EQUIPMENT AND DEVICES. All materials, equipment and
devices not specifically mentioned in this code shall be penmitted
if approved in writing by the department. Sufficient data, tests and
other evidence to prove that the material, equipment or device is
equivalent to the standards required in this code shall be sub-
mitted. Upon receipt of a fee and a written request, the department
may issue an approval number for the material, piece of equip-
ment or device. The department shall review and make a deter-
mination on an application for material, equipment and device
approval within 30 business days of receipt of all forms, fees,
plans and documents required to complete the review.

(2) TESTING LABORATORIES. {a) A testing laboratory may sub-
mit to the departinent a request to be recognized as an approved
testing laboratory which evaluates and certifies materials, prod-
ucts or assemblies for conformance with the specifications or'
standards of this code. )

{b) The request for recognition as an approved testing labora-
tory under par. (a) shall include:

1. A completed building material approval application;

2. Information, data and other evidence describing the opera-
tions, policies and procedures of the testing laboratory; and

3. A fee as specified in ch. Comm 2.

{¢) The department shall review and make a determination on
a request for recognition as an approved testing laboratory under
par. (a) within 30 business days of receipt of all forms, fees and
documents required to complete the review.

{3) REQUIRED APPROVALS. An approval shall be obtained for;

(a) Light transmitting plastics; and

_ (b) Direct vent sealed combustion chamber appiiances.

Note: A building material approval application form (SBD-8028), may be
obtained from the Safety and Buildings Division, P. O. Box 7969, Madison, Wiscon-
sin 53707,

History: Cr, Register, December, 1976, Wo. 252, eff. 1-1-77; am. Register, Janu-
ary, 1983, No. 349, eff. 2—-1-85; renum, tobc(l), cr. {2), Register, March, 1991, No.
423, eff. 4—1 —-91; am. (2) (b) 3., cr. {3), Register, January, 1994, No. 457, off. 2—1—94,
correction in (2) (b} 3, made under s, £3.93 Gy (7, S(ats Register, October,
1996.

ILHR 50.20 Fees. Fees for petitions for variance, material
approval, plan examination and approval, and for inspection of
buildings, structures, and heating and ventilating shall be sub-
mitted as specified in ch. Coram 2. Fees shall be submitted at the
time the application for approval is submitted. No plan examina-
tions, approvals or inspections may be made until the fees are
received,

Historys Cr, Register, December, 1976, No. 252, eff. 1-1-77; am. Register,
August, 1985, No. 356, eff. 1-1-86; am, Register, January, 1994 No. 457, cff.
2-1-94; corrccuonmadcunders 13, 93 (2m) (b) 7., Stats., Register, October, 1996
No. 490.

Subchapter V — First Class City and Certified Municipal
Approvals

ILHR 50.21 Certified municipalities and counties.
(1) GengraL. This section shall establish the manner under
which cities, villages, towns and counties may examine building
plans and inspect buildings refative tos. 101.12(3) (a), (b) and (g),
Stats.

(2) CONDITIONS OF PARTICIPATION. Before assuming the
responsibilities of examining building plans and providing

Sale of public manseleum spaces is permitted prior 1o departmental .

ey
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inspection services cities, villages, towns and counties shall com-
pty with all of the following conditions:

(2) Notify the department, in writing, at least 30 days prior to
the date upon which the municipality or county 1nlends to assume
the responsibilities.

{b) Adopt by ordinance or regulation the responsibilities of
plan examination and building inspection,

{c) Adopt by ordinance or reguiation chs. ILHR 50 to 64 inits
entirety.

(d) Submit to the departmcni a cerhﬁed copy of all ordinances
or regulations assuming the plan examination and building
inspection responsihilities and adopting chs. ILHR 50 to 64.

(e} Employ certificd commercial building inspectors to per-
form the plan examination and building inspection functions,

'(f) Forward to the department any information requested by
the departiment relative to the examination of plans and the inspec-
tions of buildings.

{g) Notify the departiment, in writing, at least 30 days prior to
the date upon which ‘the municipality or county intends to relin-
quish the responsibilities.

(3) Jurispiction. {(a) Departmental. 1. Nothing in this sec-
tion shall prevent the department from conducting its own inves-
tigations or inspections or issuing orders relative to the adminis-
tration and enforcement of chs. ILHR 50 to 64, '

2. The department shall administer and enforce chs. ILHR 50
to 64 in any municipality or county which has not assumed the
responsibilities for plan examination and building inspections
under sub. (2).

(b) County. 1. Ordinances enacted by a county under sub, (2}
establishing county plan examination and building inspection
functions shall apply to all municipalities within that county
which have not assumed those functions pursuant to sub. (2).

2. Ordinances enacted by a county under sub, {2) establishing
county plan examination and building inspection functions may
not prevent or prohibit any municipality within that county from
assuming those functions pursuant to sub, (2) at any time.

(4) CERTIFICATION OF INSPECTORS. Inspectors employed by
agent municipalities and counties to administer and enforce chs,
ILHR 50 to 64 under sub. (2} shall be certified by the department
in accordance with ch. Comm 5 as certifted commercial building
inspectors.

{5) PLANRXAMINATION. (a) First class cities. Drawings, spec-
ifications and calcutations for all the types of buildings and struc-
tures specified in . ILHR 50.12 (1), except state-owned buildings
and structures, to be constructed within the limits of a first class
city shall be submitted to that city, if that city has assumed the
responsibilities of plan examination and building inspection in
accordance with sub. (2).

(b) Other municipalities and counties. Drawings, specifica-
tions and calculations for all the types of buildings and structures
specified in s. ILHR 50.12 (1), except state—owned buildings and
structures, o be constructed within the municipal limits of a
mumicipality other than a first class city or within a county shall
be submitied to that municipality or county if the municipality or
county has assumed the responsibilities of plan examination and
building inspection in accordance with sub. (2) and if the plans are
for:

1. A new building or structure containing less than 5,000
square feet of total floor area;

2. Anaddilion o a building or structure where the area of the
addition results in the entire building or structure containing less
than 5,000 square feet of total floor area; or

3. Analteration of a space involving less than 10,000 square
feet of total floor area.

Note: The department will allow use of 50,000 and 100,000 cubic feetof total vol-
ume in lieu of the thresholds of 5,000 and 10,000 square feet of total floor area,

ILHR 50.21

respectively, as established ins. 101,12 (3) (b}, Stats,, provided calculations showing
that volume are included in the submittal to the municipality.

(c) Project waiver. An agent municipality or county may
waive its jurisdiction for the plan review of a specific project, in
which case, plans shail be submitted to the depariment for review
and approval,

(&) Plan submission procedures. . Abuilding permit applica-
tion shall be included with the plan submitted to the municipality
or county having jurisdiction for examination.

2. Atleast 2 sets of complete building plans and one copy of
specifications shall be submitted to the municipality or county
having jurisdiction for examination.

3. Building plans submitted to a municipality or county for
examination shall include the information specified in s. ILHR
50.12 (3) and (4).

(&) Plan approval. 1. If the municipality or county having
jurisdiction determines that the plans submitted substantiatly con-
form to the provisions of chs. ILHR 50 to 64 or other ordinances
and regulations, an approval shall be issued as follows:

a. The plans shall be stamped “CONDITIONALLY
APPROVED?", signed and dated by a certified commercial build-
ing inspector.

b. One set of the conditionally approved plans shall be
retained by the municipality or county and all other plans shall be
returned to the submitter or their representative.

¢, A notice of conditional approval shall be provided, in writ-
ing, to the submitter and the buildin g owner stating all conditions
of approval.

2. All non—code-complying and other conditions stated in the
conditional approval notice shall be corrected or met before or
during construction, and before occupancy of the building.

(D) Denial of plan approval. If the municipality or county
determines that the plans submitted do not substantially conform
to the provisions of chs. ILHR 50 to 64 or other legal ordinances
and régulations, a denial for plan approval shatl be issued as fol-
lows:

1, The plans shall be stamped “NOT APPROVED”, signed
and dated by a certified commercial building inspector,

2. One set of the not—approved plans shall be retained by the
municipality or county and all other plans shall be returned to the
submilter or their representative.

3. A notice of the not-approved plans shall be provided in
writing, to the submitter and the building owner stating the rea-
sons for the denial.

(g) Liability. A conditional approval of a plan by a municipal-
ity or county may not be construed as an assumption of any
responsibility on the part of the municipality, the certified com-
mercial building inspector or the department for the design or
construction of the building.

(6} InspecTioN. Inspections shall be conducted by an agent
municipality or county to ascertain whether or not the construc-
tion or installation for buildings and struetures conforms to the
conditionally approved plans, the notice of conditional approvat
and chs, ILHR 50 to 64 as follows:

(a) All inspections, for the purpose of administration and
enforcement of chs. ILHR 50 to 64, shall be performed by a certi-
fied commercial building inspector.

{b) A written report of each inspection shall be prepared, The
report shall include the name of the certified commercial building
inspector.

(c} A copy of each inspection report shall be furnished to the
owner and plan submitter.

{d) A copy of each inspection report shall be permanently
maintained in the municipal files or county files.

(e) The inspection report shall indicate all items of non—com-
pliance noted during the inspection.
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() If non—complying items are not corrected, orders to correct
shall be issued in accordance with local ordinances.

Note: Ceriified municipalities are asthorized to perform the inspections specfied
ins. ILHR 50.58. :

{7} Fees, Municipalities and counties having jurisdiction of
plan examination and building inspections may set by ordinance
the fees for plan examination and building inspection services,

Note: See Appendix A for a list of the municipalities and counties providing plan
examination and building inspections under this section.

Histery: Cr. Register, December, 1976, No. 252, eff, 1-1-77;r, andrecr. Register,
April, 1985, No. 352, eff. 5-1-85; am, {5) (b} 3., renum. (5} (¢) to (f) to be (5) (d) to
{g),cr.(3) {c), Register, March, 1991, No, 423, ¢ff. 4-1-91; am, (5) (b) 1. to 3., Regis-
ter, March, 1995, No. 471, eff, 4-1-95; am. (2) (e}, (4. (5) (¢} 1. a., (f) L., (g), (6) (a),
(b), Register, October, 1996, No. 490, <ff. 11-1-96.

Subchapter VI — Enforcement, Petition for Variance,
Appeals, and Penalties

ILHR 50.23 Enforcement. The provisions of this code

shall be enforced by the department, or by municipal officials or -

other local officials who are required by faw to enforce the admin-
istrative rules of the department.
History: Cr. Register, Pecember, 1976, No, 252, eff, 1-1-77.

ILHR 50.24 Appeals. Any person affected by any local
order which is in conflict with a rufe of the department may peti-
tion the department for a hearing on the grounds that the local
order is unreasonable and in conflict with the rule of the depart-
ment, The department shall review and make a determination on
an appeal of a local ordinance within 60 business days of receipt
of a verified petition submitted with all forms, fees, plans and doc-
uments required to complete the review.

Note: Scction F01.01 (1) (g), Stats., defines “local order” as any ordinance, order,
rule or determination of any conmon council, board of alders, board of trustees or
the village board, of any village or city, or the board of health of any municipality,
ar an order or direction of any official of such muntcipality, upon any matter over
which the department has jurisdiction.

History: Cr. Register, December, 1976, No. 252, eff. 1-1-77; am. Register, Janu-
ary, 1985, No. 349, eff. 2-1-85.
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ILHR 50,25 Petitionforvariance. (1) Procepure, The
department shall consider and may grant a variance to an adminis-
trative rule upon receipt of a fee, n completed petition for variance
form from the owner, and a position statement from the fire
department having responsibility and an interest in {he rule, pro-
vided an equivalency is established in the petition for variance
which meets the intent of the rule being petitioned. The depart-
ment may impose specific conditions in a petition for variance to
promote the protection of the health, safety or welfare of the
employes or the public. Violation of those corditions under which
the pelition is granted constilutes a violation of these rules.

Note: Sec Appendix A for furiher explanatory material.

{2} PETITION PROCESSING TIME. Except for priority petitions,
the department shall review and make a determination on a peti-
tion for variance within 30 business days of receipt of all calcula-
tions, documents and fees required to complete the review. The
department shall process priority petitions within [0 business
days.

l?c:nte: See Appendix A for an example of the petition for variance form (SBD-8)
and the fire depariment position statement form (SBD-8A), :

Note: Scction (3192 (6), Stats., outlines the procedure for submitting petitions
to the department and the department procedures for hearing petitions.

History: Cr. Register, December, 1976, No, 252, eff, 1-1-77; am. Register,
December, 1978, No. 276, eff, 1-1-79; am, Register, May, 1980, No, 293, cff.
6-1-80; am. Register, October, 1984, No, 346, efi. 11—1-84; cr. (2), Register, Janu-
ary, 1985, No. 349, eff, 2-1-85. : ' '

ILHR 50.26 Penalties. Penalties for violations shall be
assessed in accordance with s. 101.02, Stats. -

Note: Section 101.02 (13) (a), Stats., indicates penaliies will be assessed against
any employer, employe, owner or other person who fails or refuses to perform any
duty lawfully enjoined, within the time prescribed by 1hé department, for which no
penalty has been specifically provided, or who fails, neglects or refuses to comply
with any lawful order made by the department, or any judgment or decree made by
any court in connecion with ss. 101.01 to 101.25. For each such violation, failure or
refusal, such employe, owner or other person must forfeit and pay into the state trea-
sury a sum not less than $10 nor mon than 3100 for each violation,

Note: Section F01.02 (12}, Stats,, indicates that every day during wiich any per-
son, persons, corporation or any officer, agent or emplaye hereof, fafls woobserve and
comply with an order of the department will constituie a separate and distinct viola-
tion of such order,

Histery: Cr. Register, December, 1976, No. 252, off. 1-1-77.
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